OHA - Drinking Water Services -Turbidlty Monltoring Report Form

County: Douglas

Conventional or Direct Filtration Month/Year: | Oct-22
System Name: Clty of Yoncalla ID#: 4100958 WTP: TP- A
} Day ﬂ-ﬁ-ﬁ 0:1-?3 [o:-i%)] ::T(:ﬁ | [1:';%,: m';'?ﬂ Highest ReadIng of the Day ' [NTU]
1 off off 0.15 0.15 0.15 off 0.15
2 off off 0.14 0.15 0.15 off 0.15
3 - off off 0.18 0.15 0.15 off 0.18
4 off off 0.15 0.17 0.16 off 0.17
5 off off 0.16 0.15 0.16 off 0.16
7] off off 0.16 0.16 0.15 off 0.16
7 ~off off 0.15 0.14 0.15 off 0.15
8 off off 0.15 0.15 0.14 off 0.15
9 off off 0.14 0.14 0.14 off 0.14
10 off off 0.14 0.18 0.15- off 0.15
11 off off 0.14 0.16 | 0.16 off 0.1
12 off off 0.20 0.19 0.18 off 0.20
13 off off 0.16 0.17 0.18 off 0.18
14 off off 0.16 0.16 0.15 off 0.16
15 off off 0.16 0.16 ) 0.16 off 0.186
18 off off ] 0.20 0.22 0.16 off 0.22
17 off off 0.17 0.16 0.17 off 0.17
18 off off 0.18 0.18 0.17 off 0.18
19 off off 0.18 0.18 0.16 off 0.19
20 off off 0.18 0.19 0.20 off 0.20
21 off off 0.19 0.18 0.18 off 0.19
22 off off 0.19 0.23 0.20 off 0.23
23 off off 0.22 0.23 0.22 off 0.23
24 off off 0.18 0.21 0.20 off 0.21
25 off off 0.18 0.19 0.20 off 0.20
26 off off 0.18 0.20 0.17 off 0.20
27 off off 0.20 0.18 0.17 off 0.20
28 off off 1.40 0.30 0.30 off 1.40
29 off off 0.30 0.47 0.26 off 0.47
30 off off 0.18 0.18 0.22 off 0.22
31 off | off 025 | o047 0.16 off 0.25
5 Monthly Summary (Answer Yes or Noj
95% of 4-hour turbidity readings < 0.3 NTU? CTs g:;i‘:’g;’m AICI2 residual r:;:;‘"y point
All 4-hourturbidity readings < 1 NTU? N
All turbidity readings < IFE? triggers YES Yes Yes
‘Chemical dosages clogged filter after speed reduction of effiuent. Printed Darrel Lockard
'Il's:rbldlmoter also reading way higher than banch tests by hand. Resolved " SIGNATURE:
ues but stlil reporting the bad numbers we recorded during this time.
Phone# 541- 222-9987 CERT# 2853

" Including cantinucus NTU data, i applicable, for optimization recording purposes. Compliance values In columns 12 AM through 8 PM may not
correspond to continuous readings' maximum. 2 IFE = Individ. Filter Effi, (333-061-0040{1)}(d)(B&C))
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OHA - Drinking Water Program - Surface Water Quality Data Form

WIP-: A

|System Name: Chty of Yoncalla ID#: 4100858 MonthYear:  22-0ct  Delifecion Baria 05
Date / Time R%E?;Eﬁ:t c"""(%“me Actual CT Temp eH Required CT CT Met? ® B e
[opm or maL) [minutes] CXT [ C] fomula Yes /No [GPNM]

1/0800 1.63 66 107.6 18.8 7.70 13.7 YES 180
2/0800 1.21 88 79.9 18.8 7.80 13.6 YES 180
3/0800 1.08 86 713 20.1 7.70 12.7 YES 180
4/0B00 1.1 88 72.6 19.8 7.80 12.5 YES 190
5/0800 1.08 88 69.3 10.5 7.80 136 YES 180
6/0800 0.99 58 85.3 19.5 7.80 136 YES 180
7/0800 0.89 66 58.7 194 7.70 13.0 YES 180
8/0800 1.05 66 69.3 19.4 770 | 132 YES 180
£/0800 1.08 86 713 19.2 7.70 13.5 YES 180
10/0800 0.76 86 50.2 19.0 7.60 12.7 YES 180
11/0800 0.78 86 52.1 19.1 7.60 12.6 YES 180
12/0800 0.74 66 48.8 18.9 7.80 127 YES 180
13/0800 0.89 68 58.7 18.7 7.70 13.6 YES 180
14/0800 1.1 86 726 18.4 7.70 14.2 YES 190
15/0800 0.88 88 56.1 18.4 7.60 13.4 YES 180
16/0800 0.65 66 429 18.2 7.60 13.2 YES 180
17/0800 0.75 66 495 18.1 7.70 14.0 YES 180
18/0800 0.66 86 438 17.9 7.60 13.5 YES 180
19/0800 0.62 88 40.9 17.6 7.70 14.2 YES 180
20/0800 0.75 66 495 17.5 7.70 14.6 YES 180
21/0800 0.62 66 40.9 17.2 7.70 14.6 YES 180
22/0800 073 | s 482 17.2 7.80 15.3 YES 190
23/0800 0.8 88 52.8 16.4 7.70 15.7 YES 180
24/0800 0.83 66 54.8 16.1 7.70 16.1 YES 190
25/0800 0.81 66 53.5 15.5 7.70 16.7 YES 180
26/0800 07 66 482 16.7 7.60 15.7 YES 190
2710800 0.72 &6 475 14.9 7.70 17.2 YES 180
28/0800 0.62 66 80.7 14.9 7.70 17.6 YES 180
26/0800 0.71 66 469 15.0 7.80 17.7 YES 180
30/0800 os8 | 8 B4.7 149 7.80 18.4 YES 180
31/0800 0.83 66 54.8 15.5 7.80 17.4 YES 180

" If Cl, at entry point < 0.2 mg/l or CT not met, notify DWS within 24 hours.
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